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R422 Alternate 

Source

Proposed Configuration
Existing Recloser

Proposed Recloser

Fault Location

Legend
R444 Alternate 

Source

K531 Alternate 

Source

Approximately 3 miles of 

overhead line will be 

transferred to a new circuit 

(K531) to reduce the size of 

K534.

Upgrade approximately 1 mile 

of small conductor to meet the 

main line standard. 

Near Term (Nov 2021)

Install 4 reclosers with 2 
normally open tie 

reclosers.

Mid Term (Dec 2021)

Reconfigure K534 to 
transfer 3 miles of 

overhead line to K531

Long Term (Q4 2022)

Upgrade 1 mile of 
conductor

$1M Capital 

Investment

K534 Primary 

Source


